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INSTALLATION INSTRUCTIONS
ADJUSTABLE RIGID STRUTS

This procedure is applicable to Rigid Strut Fig No. RS3-RS600.

1. Check support mark number to pipe support drawing to ensure correct size and
location of rigid strut assembly.

2. Slacken lock nuts at rod end / strut tube and back-off nuts sufficiently to allow for site
adjustment.

3. Adjust each rod end by turning so that they protrude from the strut tube by equal
amounts.  Note:  Rod ends have LH/RH threads.

4. To adjust the rigid strut length to the required pin to pin dimensions turn the strut tube
whilst preventing the rod ends from turning, until the desired length is achieved.

Note:  To ensure that each rod end thread is fully engaged on strut assembly check
that the rod end thread is obscuring the inspection holes provided at each end of strut
tube.

5. Tighten the locking nuts at rod end/strut tube to the specified torque value.
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